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INTRODUCTION
9,, /2.
In order to support humans on a Lunar base or a mission to Mars, the essential elements for life
support, namely water, food, and oxygen, must be supplied. The Controlled Ecological Life Support
System (CELSS) program defines a regenerative life support system which supplies these elements
with a minimum of resupply and waste. The primary goal of the CELSS program is to provide the
major components of life support in a closed system which operates with stability and efficiency.
The conceptual diagram of a CELSS is shown in figure 1. The figure focuses on the four major com-
ponents of the closed system, (1) biomass production or plants, (2) food processing, (3) humans, and
(4) waste processing, and how materials and gases flow from one component to another. The next
step of identifying and meeting the detailed requirements of the CELSS system will be accomplished
through scientific experimentation and technology development in space and on the ground.
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Figure 1. Conceptual diagram of a CELSS.
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The CropGrowthResearchChamber(CGRC)hasbeendefinedby CELSSprincipal investiga-
tors andscienceadvisorypanelsasanecessaryground-basedtool in thedevelopmentof aregenera-
tive life supportsystem(refs. 1and2). Thefocusof CGRCresearchwill beon thebiomass
productioncomponentof theCELSSsystem.
Theground-basedCropGrowthResearchChamberis for the studyof plant growth and devel-
opment under stringently controlled environments isolated from the external environment. The
chamber has importance in threeareas of CELSS activities: (1) crop research, (2) system control and
integration, and (3) flight hardware design and experimentation. The laboratory size of the Crop
Growth Research Chamber will be small enough to allow duplication of the unit, conduct of con-
trolled experiments, and replication of experiments, but large enough to provide information repre-
sentative of larger plant communities. Experiments will focus on plant growth in a wide variety of
environments and the effects of those environments on plant production of food, water, oxygen,
toxins and microbes. To study these effects in a closed system, tight control of the environment is
necessary.
CROP GROWTH RESEARCH CHAMBER DESCRIPTION
The CGRC is a closed (sealed) controlled environment system designed for the growth of a
community of crop plants with separate, recirculating atmospheric and nutrient delivery systems. In
the CGRC, various combinations of environmental factors can be selected and the influence on
biomass, food, water, and oxygen production of crop plants investigated. Also, measurement of plant
produced toxins and microbial activity will be performed to determine if control of these elements
will be necessary in a CELSS. Strict environmental control, closure or sealing of the system, and
conservation of mass in the system are essential to measure the effects of various environments on
crop production rates.
The CGRC is unique in that it will provide environmental control of more parameters over wider
ranges and with higher accuracies than any other closed plant growth chamber_ It will also take the
next step in gas control by monitoring and selectively removing constituent gases as necessary to
maintain setpoints. Table 1 details the CGRC control variables, their ranges and accuracies.
As shown under the physical specifications, the maximum allowable leak rate is extremely low.
It can be achieved theoretically, however, the challenge occurs when purchasing off-the-shelf
components such as motors, heaters, and compressors to maintain this level of closure. Also, the
ratio of the growing volume to the total air volume is required to be at least 30%. This requirement
stems from the necessity to measure toxins produced by the plants. If the growing volume is much
smaller than 30% of the total air volume, small amounts of toxins produced by the plants will be
diluted and may not be measurable.
A simplified block diagram of the CGRC is shown in figure 2. Each system is shown as a block
and will be described in the following paragraphs. The sealed portion, commonly called the
chamber, includes the growing volume, the ducting, and the air-conditioning system. The other
systems are located extemal to the chamber and are interfaced to the chamber through ports located
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Table 1: Design parameters table 2
Physical specifications Limits
1. Closure
a. Leak Rate
2. Size
a. Total Air Volume
b. Growing Volume
c. Growing Area
< 0.5% of total CGRC air volume day -1
15 m 3
> 30% of total CGRC air volume
-- 2.0 m 2
Environmental Control Control Range Control Accuracy
1. Shoot Zone
a. Air Temperature
b. Air Pressure
c. Relative Humidity
d. Air Composition
Nitrogen
Oxygen
Carbon Dioxide
e. Air Velocity
f. Photosynthetic Photon Flux
Nutrient Solution in Hydroponic Reservoir
a. Temperature
b. pH
c. Conductivity
d. Oxygen Concentration
.
15-40oc
+108 kPa (absolute)
35-90%
750-950 mmol mo1-1
50-250 mmol mol --I
25-50k t.tmoi mo1-1
0.3-1.0 m s -1
0%, 30%-100%
15-40oc
4.0-8.0
50-500 mS m -1
5-20 ktmol mo1-1
+lOC
±1.6 kPa
+_3% RH
+1.6-2.7 mmol mol -la
+1.5-2.5 mmol mol -la
+ 5-500 ktmol mol -la
+10%
+15%
+lOC
_+0.1 units
+10 mS m-1
_+0.5 _tmol mo1-1
aMeasured accuracy.
Tested using the Engineering Development Unit
on the chamber walls. Even though these systems are physically external to the chamber, they
maintain closure.
The growing volume includes the shoot zone where the plant shoots grow, the root zone where
the plant roots grow in a hydroponic solution, and the subroot zone where the hydroponic nutrient
delivery system piping is housed. The shoot zone and the root zone are separated with a medium
located at the base of the plant stem, providing isolation of the shoot from the root environment.
Both environments must be maintained independent of the other; the goal is to have no movement or
migration of materials between the environments except for what is conducted through the plants
which are continuous between the environments. Separation of the shoot zone from the root zone is
necessary for accurate measurement of plant transpiration, carbon dioxide uptake, oxygen produc-
tion, and toxin production in the shoot zone, and microbial monitoring and nutrient usage in the root
zone. Environmental parameters controlled in the growing volume include air temperature, chamber
pressure, relative humidity, air composition, air velocity, and lighting (photosynthetic photon flux).
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Figure 2. The crop growth research chamber block diagram.
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Parameters controlled in the hydroponic reservoir which feeds up to 3 different nutrient solutions to
the root zone are solution temperature, pH, conductivity, and oxygen concentration.
The air from the growing volume is transported through the ducting to the air-conditioning
system which controls temperature, relative humidity, and velocity. The pressure control system port
is located in the air-conditioning system and upstream of the gas removal and separation systems, to
allow any air that enters the airstream from the pressure control system to be conditioned prior to
entering the growing volume.
The light cap houses sixteen, 1000 watt, high-pressure sodium lamps which provide photosyn-
theticaUy active radiation (wavelength = 400-700 nanometers) required for photosynthesis. The
water filter located directly below the lamps consists of temperature controlled water flowing on the
glass ceiling of the chamber. The water and glass filter out the longwave radiation to reduce the heat
input to the chamber and to maximize the percentage of energy input that is photosynthetically
active. A hood covering the light cap is required to prevent extraneous light from entering the
chamber since only radiation from the overhead lamps can enter the chamber.
The gas makeup, removal and separation systems control the levels of nitrogen, carbon dioxide
and oxygen within the chamber by selectively removing Or injecting constituent gases. The gases
removed and injected are quantified in order to determine how much of each gas is consumed or
produced by a particular crop under pre-determined environments.
The hydroponic reservoir contains the nutrient solution which is fed to 10 plant trays located in
the root zone. Three different solutions will be available to feed to the 10 trays to allow for random
testing of various nutrient solutions. The control of the solutions' compositions is automated and
recorded to determine the uptake rates of various chemicals by the plants.
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Thecontrol anddataacquisitionsystemsallow for control of all theparameterslistedin table 1
asis shownby thedottedlinesencompassingthesystemsin figure 2. Measurementsmadewithin the
chamberwill serveasfeedbackto thecontrolsystemandasscientificdatathatwill be further
utilized in calculationsandmanipulationsto investigatetrendsin thevariousparameters.
Not only is thedesignof eachseparatesystemtechnicallychallenging,but the integrationand
control of thesystemasawholemakestheCGRCthefirst of its kind.
ENGINEERING DEVELOPMENT UNIT
A Science Advisory Review for the Crop Growth Research Chamber (CGRC) was held in
February 1990 to review the preliminary designs. Due to discussions and concerns regarding the
CGRC's air-conditioning system design and the need for control system hardware and software
experimentation, it was decided to build an Engineering Development Unit (EDU). The main pur-
pose for building the EDU was to test the hardware and software necessary to control temperature
and relative humidity within the wide ranges and high accuracies listed in table 1. Therefore, the
EDU includes only the air-conditioning system and control components necessary to control temper-
ature and relative humidity. Closure was not a goal of the EDU, although steps were taken so closure
could be simulated in order to accurately assess control.
A simplified diagram of the EDU is shown in figure 3. The variable speed fan is required to
control the air velocity inside the chamber from 0.3 to 1.0 m s-1 + 10%, as measured from the top
plane of the plant canopy. The dampers determine the amount of airflow that is partitioned through
the coil and through the bypass. They are controlled by the linear actuators. Most of the air flows
through the bypass in cases when the plants are small and do not transpire heavily enough to require
dehumidification of the air. In cases when the plants are large and transpire substantial amounts of
water, most of the air is passed through the coil for dehumidification. The electric heater provides
reheat for points on the envelope in which too much heat is extracted by the coil in order to obtain
the correct relative humidity.
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Figure 3. Engineering development unit block diagram.
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To developabetterunderstandingof thethetemperatureandrelativehumidity control
requirements,seefigure4. Theslashedportionof thegraphhighlightstheminimum air temperature
attainabledueto theminimumwatertemperaturedeliveredby thewaterchiller, which coolsthe
waterenteringthecoolingcoil. Theshadedportion of thegraphshowsthetemperaturesandrelative
humiditiesnot achievabledueto thecharacteristicsof thecoolingcoil. What makesachievingthe
requiredrangesochallengingis theuseof off-the-shelfcomponentswhich aredesignedto control
temperatureandrelativehumidity oververy smallrangesandwith low accuracies.For example,
temperaturecontrol requiredfor abuilding's air-conditioningsystemis typically 20-26°C with no
setcontrol accuracy,exceptto notethatthesystemshouldreheatwhenthetemperaturedropsbelow
20°C. And relativehumiditycontrol for abuilding is normally50%+10% RH (ref. 5). Therefore,
trying to use off-the-shelf components to attain ranges and accuracies for which they were never
designed is difficult. Also, temperature and relative humidity are dependent upon each other. For
example, a change in air temperature with a given specific humidity will cause a change in relative
humidity as shown on a psychrometric chart (ref. 4). These realities become even more challenging
when controlling temperature and relative humidity in a closed environment.
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• coil capability limit
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Figure 4. Envelope for control of temperature and relative humidity.
The five goals of the EDU are listed below.
o Perform hardware performance evaluations of the air-conditioning (AC) components to
ensure that they are sized properly and function according to the manufacturers' specifica-
tions. The AC components include the fan, the coil, the actuators which control the dampers,
the heater, the humidifier, the water chiller, and the mixing valve which controls the water
temperature entering the coil.
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2. Evaluatetheoperationandplacementof sensors to provide for accurate and reliable feed-
back information.
3. Evaluate the computer system, both the software and input/output hardware, to determine
suitability for the final CGRC.
4. Develop a working control scheme for temperature and relative humidity control over the
required range shown in figure 4.
5. Perform tests to determine if and how the AC system volume can be reduced.
The results obtained from the testing of the EDU are summarized in the following text.
1. Hardware performance evaluation
Most of the hardware performed as expected and according to the manufacturer's specifications.
The components that differed from the manufacturer's specifications and from the project's expecta-
tions are detailed below.
The variable speed fan is required to control the air velocity inside the chamber from 0.3 to
1.0 m s-1 + 10%, as measured from the top plane of the plant canopy. The fan was able to perform
these requirements and can actually produce air speeds lower than 0.3 m s -l, however, the lowest air
velocity measurable with the flow sensors is 0.3 m s -1.
The dampers, controlled by linear actuators, manipulate the amount of airflow through the coil
and through the bypass to control temperature. The range of airflows available through the coil vs.
damper positions were tested and determined if linear. The airflow with respect to damper position is
linear only when the actuators are working in the 10% to 50% range. Tables reflecting this data were
stored in the computer and are used to generate the proper actuator command to produce the required
airflow necessary for temperature control.
The heater does not have the capacity to reach the high temperature points for which it was
intended because the energy input to the EDU is much smaller than anticipated. Specifically, the heat
input from the lamps is only 1 kwatt as compared to the 6 kwatts expected. The heater had to com-
pensate for both the heat that the lamps were expected to provide and the heat lost due to leaks in
order to test the control algorithm for the final CGRC, which is expected to have 6 kwatts of energy
input from the lamps. Therefore, the heater had insufficient capacity to reach the high temperatures.
Since it is expected that the CGRC will have 6 kwatts of energy input from the lamps due to closure,
the heater's capacity will be sufficient to reach the high temperature points.
2. Sensor evaluation
Temperature, humidity, air velocity, and photosynthetic photon flux (PPF) are measured using a
variety of sensors. Only problems associated with temperature and humidity measurements were
experienced. The thermocouples initially used for temperature feedback, accurate to I °C, were
replaced with resistance temperature detectors (RTD's), accurate to 0.2 °C. This allowed for much
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tighter control.Also, theRTD's locatedinsidethechamberareshieldedandaspiratedto negateany
effectsfrom theoverheadlamps.Chilled mirror sensorsarethemostaccuratefor measuringthedew
point to obtainrelativehumidity. However,sincethe air swirls within thechamber,evenunderthe
planttray, the readingsfrom thechilled mirror wereunstableandCouldnot beusedfor control.
Therefore,Vaisala® temperature(measuredwith anRTD) andrelativehumidity sensorsareusedto
provide feedbackfrom thechamberandat setlocationsin theducting.TheVaisala®sensors,cali-
bratedat thefactorywith achilled mirror sensor,arevery stableandaccurate.Theyaresturdy,easily
mountedandeasilyintegratedwith thecomputersystem.TheVaisalasensorlocatedinsidethe
chamberis alsoshieldedandaspiratedto negateanyeffectsfrom theoverheadlamps.
3. Controlsystemsoftwareandhardwareevaluation
A processcontrolsystemsoftwarepackagewasusedonanIBM PCcompatibleandworkedwell
for thisapplication.It wassimpleto developandexperimentwith variouscontrol algorithmsbecause
of its intuitive graphicalformat.Theinput/outputhardwarewhichprocessedfeedbackinformation
from the sensorsandsentit to thecomputervia onetwisted,shieldedcablealsoworkedverywell.
Boththe softwarepackageandtheinput/outputhardwarewill beusedon theCGRC.
4. Control schemedevelopmentfor temperatureandrelativehumidity control
The first control schemetestedwasacomplexcontrol algorithmdevelopedfrom amathematical
modelof theEDU onMatrixx®, acontrolsmodelingandsimulationsoftwarepackage.In testingthis
control schemeit wasnotedthatactualcontrol couldbeaccomplishedwith amoresimple,straight-
forwardcontrol scheme.Thesimplecontrol schemeactuallycontrolledtemperatureandrelative
humidity betterthanthecomplexalgorithmandwaseasierto manipulate.This control scheme,
shownin figure 5, consistsof two proportional,integral,derivative(PID) loops.OnePID controls
thedamperpositionsfor temperaturecontrol andtheotherPID setsthemixing valveposition for
humidity control.Forhumidity control, anestedloopwasnecessaryto effectively controlthe tem-
peratureof thewaterenteringthecoil, thereforefeedbackof thetemperatureof thewaterentering
thecoil wasfedto anotherPID. In conclusion,theAC design,control hardware,andcontrol soft-
wareprovedsuccessfulin meetingthegoalsof theCGRCRequirementsSpecificationfor controlof
temperatureandrelativehumidity (ref. 3).
Control wasestablishedfor over90%of therequiredrangeshownin figure 4 to within 1°C and
3%RH. Somehigh humidity,high temperaturepointson the envelope in the upper right hand comer
of the graph are not obtainable due to the leak rate of the EDU. The heater and the humidifier cannot
keep up with the leak rate at the high levels. It is expected that these points will be achieved in the
CGRC due to closure. Some low humidities and low temperatures on the bottom, left portion of the
graph cannot be achieved due to the chiller and coil characteristics. The chiller must cool water trav-
elling through the coil to a minimum of 8 °C in order reach these points. The 120 foot long pipeline
from the chiller to the coil is insulated to minimize heat gains, however, the water entering the coil is
10 °C at its coldest. Therefore, some of the lower temperatures and relative humidities cannot be
reached and will not be achieved in the CGRC. Some high humidity points, located along the 90%
relative humidity line, could not be reached in the EDU. These points could not be reached due to the
leak rate, the lack of plant transpiration (because plants were not grown in the EDU), and the lower
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Figure 5. The EDU control scheme block diagram.
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level of heat input from the lamps than expected. It is anticipated that these points will be achieved
in the CGRC due to closure.
5. AC volume reduction
The two main drivers behind the volume of the AC system are the coil size and humidifier
absorption length. The coil area is large to prevent air from traveling too fast across the coil such that
condensed water flies off into the ducting. The scientists require that no water flies off the coil
because gases that are being measured can dissolve in that water. The humidifier absorption length
was determined from the manufacturer's recommendation to allow for complete absorption of the
steam into the air before it enters the chamber. Steam is not allowed to enter the chamber due to
plant stress and to eliminate water droplets in which gases could dissolve. Tests were conducted to
determine if the coil area could be reduced and if the humidifier absorption length could be
shortened, while maintaining the same level of control.
Tests concluded that reduction in the area of the coil can possibly be achieved by increasing its
length, thus maintaining the total energy removal capacity of the coil. Decreasing the area of the coil
will decrease the diffuser outlet area and the diffuser length, therefore decreasing the AC system
volume. Further analysis will determine exactly how much the coil face area can be reduced. Identi-.
fying the location of the actual absorption of the steam along the duct proved that the humidifier
absorption length may also be reduced without allowing steam to enter the chamber.
FUTURE WORK
Results from the testing of the EDU are currently being applied to the final designs of the air-
conditioning system. Detailed designs of the chamber are almost complete and preliminary designs
of the hydroponic, pressure control and gas control systems are underway. Testing of the pressure
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controlsystemandtheoxygenremovalsystem,partof thegascontrol system,will occuroverthe
next few months.Also, amodelof theEDU which wascreatedto developcontrol schemesfor
temperatureandrelativehumiditycontrol is beingexpandedto includetheothersystemsin the
CGRC.
CONCLUSION
Since the CGRC is the first of its kind, it was necessary to build an EDU in order to gain experi-
ence in designs never before tried. Testing of the EDU allowed design engineers to gain experience
with the air-conditioning hardware and sensors, and enabled the development of a working control
scheme for temperature and relative humidity control. It also provided added confidence in the pos-
sibility of shrinking the size of the cooling coil and reducing the humidifier absorption length. All of
this knowledge gained will make the CGRC a better research tool for the study of plant growth in a
closed environment.
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